
From: Houlihan, Damien
To: Tillotson, Elizabeth; Cobb, Michael
Cc: Stein, Mark; stergios.spanos@des.nh.gov
Subject: RE: Schiller Station NPDES Permit No 1473 - Minor Modification Request
Date: Wednesday, March 25, 2020 2:05:30 PM
Attachments: GSP Schiller Minor Modification_SIGNATURE 03 23 20 (002).pdf

Hi Lynn –
 
Please see attached minor modification to GSP’s NPDES permit for Schiller Station. Under normal
circumstances, we would typically send a hard copy as well. However, due to the current situation
we have proceeded with an electronic-only process, including an electronic signature.
 
Please reply to this email to acknowledge your receipt of the modification. Also, please contact me
on matters related to the Schiller Station permit going forward. Thanks.
 
Damien
 
Damien Houlihan, Chief
Industrial Permits Section
US EPA
 
617 918-1586
 

From: Tillotson, Elizabeth <Elizabeth.Tillotson@graniteshorepower.com> 
Sent: Friday, March 20, 2020 2:34 PM
To: Cobb, Michael <Cobb.Michael@epa.gov>
Cc: Houlihan, Damien <houlihan.damien@epa.gov>; Stein, Mark <Stein.Mark@epa.gov>
Subject: FW: Schiller Station NPDES Permit No 1473 - Minor Modification Request
 
Good afternoon Michael – I thought it prudent to follow up on the request below, to confirm it has
been received.  I recognize these are unprecedented times thus my choice to over communicate. 
Granite Shore Power remains focused on maintaining compliance with all its permits.  The April 1,
2020 is a due date in the Schiller Station NPDES permit and thus my sense of urgency. 
 
If there is something I can or should do to expedite this request, please let me know.  And thank you
again for your prompt consideration. 
 
Thank you.  Lynn.
GRANITE SHORE POWER - - Stay Safe.   
 
Lynn Tillotson
Executive Director Administration and Regulatory Affairs
Granite Shore Power  I  431 River Road, Bow NH 03304 
603.230.7968
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UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
Region 1 


5 Post Office Square, Suite 100 
BOSTON, MA  02109-3912 


 
 
 


By Electronic Mail  
 
 
Elizabeth H. Tillotson 
Executive Director – Administration and Regulatory Affairs 
GSP Schiller 
400 Gosling Road 
Portsmouth, NH 03801 
 
Re: Minor Modification for GSP Schiller’s NPDES Permit No. NH0001473 
 
Dear Ms. Tillotson: 
 
This letter addresses a request for a minor modification to the National Pollutant Discharge Elimination 
System (“NPDES”) Permit No. NH0001473 issued to Granite Shore Power Schiller, LLC (“GSP 
Schiller” or the “Permittee”) for Schiller Station in Portsmouth, NH (the “Facility”) on April 6, 2018 (“the 
2018 Permit”), by the United States Environmental Protection Agency’s (“EPA”) Region 1 office 
(“Region 1” or “the Region”). The 2018 Permit became effective on July 1, 2018, and will expire on June 
30, 2023.  
 
More specifically, this letter approves a minor modification to the 2018 Permit pursuant to federal 
regulations at 40 CFR § 122.63(c). The cooling water intake structure requirements to minimize adverse 
impacts from impingement and entrainment at Part I.A.11.b of the 2018 Permit include a schedule to 
achieve compliance with the requirements of Part I.A.11. Part I.A.11.b.1.iii in this schedule requires 
submission by April 1, 2020, of a preliminary engineering design for installing wedgewire screens. By 
letter dated March 10, 2020, GSP Schiller requested a 120-day extension of this deadline, pursuant to 40 
CFR § 122.63(c), in order to address certain issues that arose during its 2019 pilot testing of wedgewire 
screens at the Facility, including “[e]xtensive clogging and fouling . . due, in part, to microorganism/algae 
growth,” “screen mechanical integrity issues,” and “no ‘peak’ entrainment period” during the testing 
period when compared to the data in the administrative record for the 2018 Permit. This extension will 
also push back the compliance deadlines for the steps at Parts I.A.11.b.1.iv and v.  
 
Pursuant to 40 CFR § 122.63(c), EPA may issue a minor modification for a change in “an interim 
compliance date in a schedule of compliance, provided the new date is not more than 120 days after the 
date specified in the existing permit and does not interfere with attainment of the final compliance date 
requirement.” GSP Schiller’s modification request does not seek a change to the final compliance date, 
and, therefore, approval of the request will not interfere with attainment of the final compliance date. Nor 
does the request seek a deadline for any affected interim step that would extend more than 120 days after 
the date specified in the 2018 Permit.  
 
Accordingly, Region 1 is approving the request as a minor modification, and the revised deadlines in 
Parts I.A.11.b.1.iii, iv, and v have been incorporated into the 2018 Permit consistent with 40 CFR 







§ 122.63(c).1 The March 10, 2020, letter from GSP Schiller to EPA confirms the Permittee’s consent to 
this minor permit modification. An excerpt of the affected permit page is included at Attachment A to this 
letter, illustrating in strikeout and underlining the deletions and additions, respectively, to the original 
schedule. The new schedule, as modified, is included as Attachment B to this letter. 


 
The above-listed minor permit modification will be incorporated into the2018Permit and become 
effective immediately. A copy of this letter and the attachments will be posted to the Region 1 NPDES 
website at https://www.epa.gov/npdes-permits/new-hampshire-final-individual-npdes-permits and a new, 
modified permit incorporating the listed changes will be posted to the website. This minor modification 
does not affect the expiration date of the 2018 Permit, which remains June 30, 2023. 
 
If you have any questions regarding the matters discussed above, please contact Danielle Gaito at (617) 
918-1297. 
 
Sincerely, 
 
   
     
Ken M. Moraff, Director 
Water Divison 
 
Enclosure: Draft (illustrating modification) and Final Modified Pages of NPDES Permit No. NH0001473 
 
cc (by electronic copy): 
 
Sterg Spanos, New Hampshire Department of Environmental Services 
 
 
 
  


 
1 This approval addresses only the specific request made in the March 10, 2020, letter (i.e., a request for minor 
modification of the interim compliance deadlines at Part I.A.11.b.iii, iv, and v). Any requests for additional 
modifications to the 2018 Permit, including any potential future request for a compliance alternative to Part I.A.11.a, 
should be made fully and separately. EPA would evaluate any such request in accordance with applicable law and in 
light of information submitted by the Permittee and by the public during any necessary public comment period. 



https://www.epa.gov/npdes-permits/new-hampshire-final-individual-npdes-permits





Attachment A 
2018 Final Permit (with Minor Modification Changes Tracked) 


 
b.  Compliance Schedule. In order to comply with Part I.A.11.a of this permit, the permittee will need to 


install and operate new equipment. This part of the permit provides a schedule by which the permittee 
shall attain compliance with Part I.A.11.a of the permit. Specifically, steps for the installation and 
operation of equipment required to comply with Part I.A.11.a of this permit shall be completed as 
soon as practicable but no later than the schedule of milestones set forth below. The permittee shall 
notify EPA in writing of compliance or non-compliance with the requirements for each milestone no 
later than fourteen (14) days following each specified deadline. 


  
1. Design  


 
i.  The permittee shall finalize the pilot testing design and obtain and install all equipment 


required for pilot testing within six (6) months from the effective date of the permit.  
 
ii.  The permittee shall complete pilot testing of wedgewire screens no later than eighteen (18) 


months from the effective date of this permit.  
 
iii.  A demonstration report documenting the results of the pilot testing shall be submitted to EPA 


and NHDES within twenty-one (21) months of the effective date of the permit by July 30, 
2020. The demonstration report shall include a preliminary design of the wedgewire screens 
at Schiller Station and include justifications for 1) the proposed screen slot size based on 
observation of each slot size’s ability to reduce entrainment mortality relative to baseline 
entrainment, as measured concurrently at the existing traveling screens, avoid screen 
clogging, fouling or other maintenance issues, and any other relevant considerations; 2) the 
proposed material alloy choice for the equipment in order to reduce bio-fouling; and 3) the 
proposed optimal screen orientation in the river (i.e., parallel or perpendicular to the flow) in 
order to reduce entrainment and impingement mortality. The screen slot size and orientation 
selected will be based upon the results of the pilot testing and demonstration report and 
subject to EPA review and comment within sixty (60) days from submission.  


 
iv.  Data collection, including but not limited to topographic and bathymetric surveys, 


geotechnical exploration, and other design and marine construction variables that need to be 
evaluated shall be completed no later than twenty-two (22) months from the effective date of 
the permit by August 29, 2020.  


 
v.  The permittee shall submit a final design for the wedgewire screens at Schiller Station within 


twenty-six (26) months of the effective date of the permit by December 30, 2020 and in 
accordance with EPA’s review of and comments on the preliminary design.  


 
 
 
  







Attachment B 
2018 Modified Final Permit 


 
b.  Compliance Schedule. In order to comply with Part I.A.11.a of this permit, the permittee will need to 


install and operate new equipment. This part of the permit provides a schedule by which the permittee 
shall attain compliance with Part I.A.11.a of the permit. Specifically, steps for the installation and 
operation of equipment required to comply with Part I.A.11.a of this permit shall be completed as 
soon as practicable but no later than the schedule of milestones set forth below. The permittee shall 
notify EPA in writing of compliance or non-compliance with the requirements for each milestone no 
later than fourteen (14) days following each specified deadline. 


  
1. Design  


 
i.  The permittee shall finalize the pilot testing design and obtain and install all equipment 


required for pilot testing within six (6) months from the effective date of the permit.  
 
ii.  The permittee shall complete pilot testing of wedgewire screens no later than eighteen (18) 


months from the effective date of this permit.  
 
iii.  A demonstration report documenting the results of the pilot testing shall be submitted to EPA 


and NHDES by July 30, 2020. The demonstration report shall include a preliminary design of 
the wedgewire screens at Schiller Station and include justifications for 1) the proposed screen 
slot size based on observation of each slot size’s ability to reduce entrainment mortality 
relative to baseline entrainment, as measured concurrently at the existing traveling screens, 
avoid screen clogging, fouling or other maintenance issues, and any other relevant 
considerations; 2) the proposed material alloy choice for the equipment in order to reduce 
bio-fouling; and 3) the proposed optimal screen orientation in the river (i.e., parallel or 
perpendicular to the flow) in order to reduce entrainment and impingement mortality. The 
screen slot size and orientation selected will be based upon the results of the pilot testing and 
demonstration report and subject to EPA review and comment within sixty (60) days from 
submission.  


 
iv.  Data collection, including but not limited to topographic and bathymetric surveys, 


geotechnical exploration, and other design and marine construction variables that need to be 
evaluated shall be completed by August 29, 2020.  


 
v.  The permittee shall submit a final design for the wedgewire screens at Schiller Station by 


December 30, 2020 and in accordance with EPA’s review of and comments on the 
preliminary design.  


 
 
 
 
 
 
 
 
 
 





				2020-03-25T09:59:16-0400

		KENNETH MORAFF











From: Tillotson, Elizabeth 
Sent: Tuesday, March 17, 2020 11:57 AM
To: Cobb, Michael <Cobb.Michael@epa.gov>
Cc: Houlihan, Damien <houlihan.damien@epa.gov>; Stein.Mark@epa.gov
Subject: Schiller Station NPDES Permit No 1473 - Minor Modification Request
 
Mr. Cobb - Attached please find GSP Schiller LLC’s request for a minor modification of certain
provisions in NPDES Permit No. NH0001473.  GSP Schiller appreciates your timely consideration of
this request.  If you would like to discuss further, please contact me at (603) 230-7968 or at
elizabeth.tillotson@graniteshorepower.com.   
Thank you.
 
Sincerely,
Lynn Tillotson
Executive Director Administration and Regulatory Affairs
Granite Shore Power  I  431 River Road, Bow NH 03304 
603.230.7968
 
 

______________________________________________________________________

Click here for GDPR disclosures regarding how we handle your personal data:
http://www.cci.com/node/186
CONFIDENTIALITY NOTICE: This electronic transmission (including any files attached hereto) (this
"Communication") contains information that is or may be legally privileged, confidential, and exempt
from disclosure without our express permission in advance. The information is intended only for the
use of the individual or entity named above. If the reader of this message is not the intended
recipient or any employee or agent responsible for delivering the message to the intended recipient,
you are hereby notified that any disclosure, dissemination, copying, distribution, or the taking of any
action in reliance on the contents of this electronic Communication is strictly prohibited. If you have
received this Communication in error, please notify the sender immediately and destroy the
transmitted information in its entirety.
______________________________________________________________________
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